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Loss of RF communications.
The Relay Box operates in Failsafe 
mode, as set by Installer.

RF communication
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changeover

Installer Parameter "HC" 
(Heat/cool changeover)
must be set to "1"
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Operation of the Relay Box 

Automatic Operation

Temporary Manual Override

If RF communication is lost, red LED lights and Relay Box 
operates in failsafe mode, as set in Installer Mode

Press button to temporarily override the current relay position

Loss of RF communications

Energy Saving ECO feature

Pressing the green ECO button 
gives a timed period at a different, 
predefined temperature (18°C)

To set the ECO energy savings 
time period

5 s

1,2,3,4....,24hr

Pressing  or  will now allow the 
ECO temperature to be changed

To exit ECO mode, press ECO button 
again

Display shows countdown of 
ECO time remaining

5 s

5 s

°C

°C

Green LED on = relay on

Green LED off = relay off
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